To compensate for the ever-growing energy gap, renewable resources have undergone fast expansions worldwide in recent years, but they also result in some challenges for power system operation such as the static security and transient stability issues. In particular, as wind power generation accounts for a large share of these renewable energy and reduces the inertia of a power network, the transient stability of power systems with high-level wind generation is decreased and has attracted wide attention recently. Effectively analyzing and evaluating the impact of wind generation on power transient stability is indispensable to improve power system operation security level. In this paper, a Doubly Fed Induction Generator with a two-lumped mass wind turbine model is presented firstly to analyze impacts of wind power generation on power system transient stability. Although the influence of wind power generation on transient stability has been comprehensively studied, many other key factors such as the locations of wind farms and the wind speed driving the wind turbine are also investigated in detail. Furthermore, how to improve the transient stability by installing capacitors is also demonstrated in the paper. The IEEE 14-bus system is used to conduct these investigations by using the Power System Analysis Tool, and the time domain simulation results show that: (1) By increasing the capacity of wind farms, the system instability increases; (2) The wind farm location and wind speed can affect power system transient stability; (3) Installing capacitors will effectively improve system transient stability.
Introduction
With the growing population, the electrical load is increasing day by day. To compensate the ever-growing energy gap, renewable resources have undergone fast expansion worldwide in recent years [1] , but they also result in some challenges for power system operation such as the static security and transient stability issues [2, 3] . In particular, as wind power generation accounts for large share of these renewable energy and reduces the inertia of the power network, the transient stability of power systems with high-level wind generation is decreased and has attracted wide attention recently [4, 5] . Therefore, it is of great significance to effectively evaluate the influence of wind power generation on power transient stability to improve the safe level of power system operation.
In practice, a power system is widely disturbed by small and large disturbances. Since small disturbance is constantly occurring in the form of load changes, the system must be able to accommodate these fast changing conditions and ensure satisfactory operation [6, 7] . However, the more important thing is that the system should survive serious disturbances such as the loss of large generators or transmission line faults or short circuits, which is the so-called transient stability problem. Transient stability is the capability of a power system to regain a stable equilibrium operation point when exposed to a severe disturbance, where the dynamic behaviours and interactions of multiple complex dynamic components should be considered [8, 9] .
If the power system is stable after large disturbance, it will get to new state of balance for maintaining the integrity of the system. Some loads and generators may be isolated from fault components or intentionally tripped to maintain operation continuity of most systems. Interrelated systems can also be intentionally divided into two or more islands for some serious disturbances. The operation of an automatic control device and the system operators eventually restore the system to a normal state. If the system is in the state of instability, it will cause run-down or run-away states [9, 10] . For example under a sustained fault, the angle separation of the generator rotor increases gradually, or the bus voltage gradually decreases. Unstable system conditions may lead to cascading outages and turn off the main part of the power system. It is very important to conduct stability analysis when the system is connected to a renewable energy system like wind farms, to avoid system instability [11, 12] .
There are numerous types of wind turbines in which a doubly fed induction generator (DFIG) has become an advanced development and the mainstream technology because of the high energy efficiency, low power consumption of the electronic converter and the low mechanical stress of the wind turbine [13] . The dynamic response of DFIG depends mainly on the well-coordinated control strategy of the converters in the DFIG excitation system, which is basically different from the old synchronous generator. With the continuous increase in penetration of wind power, it has become an important issue to systematically and effectively evaluate the impact of integrated DFIGs on transient stability [14] . The influence of DFIG integration on power system transient stability has received considerable attention, and the influence of integrated DFIGs on rotor dynamics of synchronous generator can be studied. Some important work about the different network structures, different penetrations of DFIG, and common coupling points to evaluate the impacts of integrated DFIGs was investigated in [15] . To find the equivalent inertia of all power sources, i.e., generators or wind turbines, the use of synchronous pharos measurement can found in [16] . Authors of [17] explored the relationship between wind power generation and the rotor angle stability of conventional synchronous generators from the viewpoint of controlling the reactive power from variable speed wind turbine generators in the system. The authors presented an investigation on wind turbine contribution to the frequency control of non-interconnected island systems in [18] , and a novel frequency regulation by DFIG-based wind turbines was presented in terms of coordinating inertial control, rotor speed control and pitch angle control for the low, medium or high wind speed mode [19] .
The main contributions of the paper include the following.
(1) A very detailed Doubly Fed Induction Generator with a two-lumped mass Wind Turbine model is presented to analyze the impact of wind power generation on power system transient stability. ( 2) The factors including wind power generation level, the wind power location and wind speed are comprehensively investigated for system transient stability analysis in the paper. (3) The simulations result of the modified IEEE 14-bus system showed that (a) the system stability decreases with the growing penetration level of wind power generation; (b) The wind farm locations and wind speed can affect power system transient stability; (c) Installing capacitors will improve system transient stability.
The paper is organized as follows. The basic theory of transient stability analysis and the conventional generator dynamic models are introduced in Section 2, and then the very detailed DFIG with wind turbine model is presented in Section 3. In Section 4, the factors possibly affecting the system transient stability level are investigated in detail with a conclusion drawn in the last section.
Basic Theory of Transient Stability Analysis
Transient stability is the capability of a power system to regain a stable equilibrium operation point when subjected to a large disturbance such as a three-phase ground fault, and the dynamic behaviours of multiple complex dynamic components should be considered.
Introduction of Transient Stability
Power system transient stability analysis could be generally described with high dimensional differential algebraic, such as Equations (1) [20] .
where X and Y are the state and algebraic variables, respectively. The upper part of Equation (1) describes the state variables of dynamic components during the transient period, while the lower part of Equation (1) is the power network coupling in terms of nodal voltages and currents. The most important dynamic component for transient stability is for generators, including the conventional generator as detailed in the following and the wind power generator which will be elaborately presented in Section 3.
Dynamic Model of Conventional Generators
A four-order differential model is introduced to describe the dynamics of conventional generators for transient stability analysis in this paper, and each generator is equipped with one IEEE type I voltage regulator. The differential equations for the four-order dynamic model are as follows.
where M is the generator time constant; δ i is the ith generator angles while ω i its speed per unit (p.u.); P mi and P ei are the mechanical and electromagnetic power of the ith generator; D is the ith generator damping ratio; I di and I qi are stator currents on the d and q axis; T di and T qi are the d and q transient time constants;X di , X qi , X di and X qi are transient and synchronous reactances on the d and q axis; E di and E qi are transient potential voltages on the d and q axis. For a generator equipped with the IEEE type I voltage regulator as shown in Figure 1 for regulating its potential voltage, its dynamics could be described by Equations (6) and (7). where
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and For a generator equipped with the IEEE type I voltage regulator as shown in Figure 1 for regulating its potential voltage, its dynamics could be described by Equations (6) and (7). 
Power Network Couples Between Nodal Voltage and Current
The network equations G(X, Y, t) in Equation (1) are used to describe the relationships between nodal voltages and currents as Equation (8) YV=I (8) where Y is the power network admittance matrix, V and I are nodal voltages and injected currents, respectively. The transient stability of a large-scale power system is usually related to a large number of nodes and directly solving Equation (8) is very complicated, and therefore Equation (8) is usually rewritten in a more concise form. If we denote the nodal current vector in two parts, one is for the generator bus and the other is for the non-generator bus, then the nodal current could be rewritten as
Then Equation (8) will be rearranged as (10)
where Y rr and Y mm denote the self-admittance matrix for non-generator nodes and generator nodes, respectively. Y mr and Y rm denote the mutual admittance matrix between non-generator and generator nodes. If we rewrite Equation (10) in two equations, we have
If expressed in terms of V m and afterward be substituted in (11) 
Dynamic Model of DFIG and Wind Turbine
The completed dynamic model of wind power generation can be expressed by the equations of sub systems which actually include the model for the wind turbine with drive train, the induction generator and the control system. The detailed descriptions of these dynamic models are presented as follows, with the general configurations given in Figure 2 .
Model of Drive Train and Wind Turbine
Generally, the rotor is considered to be two concentrated masses, one is the mass of generator and the other is mass of the turbine. Both are connected together with a specific damping and stiffness system value, which could be as described in (14) and (15) [21] .
where ω t , ω r and ω b are the turbine speed, rotor speed and system base speed, respectively; θ tw (rad) is the shaft twist angle; K tw (p.u./rad) and D tw are the shaft stiffness and mechanical damping coefficients; H t (s) is wind turbine inertia constant; and P m is the mechanical power extracted from the wind. Figure 2 shows the widely used structure of the DFIG generator for stability analysis with the following assumptions:
Model of DFIG Generator
(1) the dynamics of the DC capacitor are neglected; (2) the active powers of the rotor side converter (RSC) and grid side converter (GSC) are considered as equal; (3) GSC is assumed to be ideal in that there is no reactive power exchanged with the grid during the transient and the total reactive power is supported only by the stator [22] .
To protect the power electronic converters and rotor circuit from high transient current in the rotor, a protection device named as a crowbar is used. A crowbar is the external rotor impedance that is coupled with the sliding ring of the generator rotor. This device is triggered and blocks the RSC when the current in the rotor exceeds the rated current of the crowbar.
By ignoring the dynamics of the stator current, the DFIG model could be described as
v qs = −r s i qs − X i ds + e q (20)
where e d and e q are d and q components of internal voltage; P w and Q w are active and reactive power of DFIG absorbed by network; X and X are open-circuit and short-circuit reactance; T 0 is the transient open-circuit time constant; H g is the generator inertia constant.
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To protect the power electronic converters and rotor circuit from high transient current in the rotor, a protection device named as a crowbar is used. A crowbar is the external rotor impedance that is coupled with the sliding ring of the generator rotor. This device is triggered and blocks the RSC when the current in the rotor exceeds the rated current of the crowbar. 
Model of Control System
When the rotor speed exceeds the stability of the power system, the mechanical power of the wind turbine is reduced by decreasing the value of P m . In order to control the reactive power on the grid terminals and the DC voltage of capacitors, voltage signals V dr and V qr for the RSC and GSC are generated by the control system.
In this paper, the FMAC structure with two control loops is used as the control strategy for DFIG as shown in Figure 3 , one for the terminal voltage and the other for the power output of DFIG [22] . It controls the generator terminal voltage and power by adjusting the magnitude and angle of the rotor flux vector, and has the advantage of (1) providing low interaction between the power and voltage control loop, and (2) enhancing voltage recovery after faults
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Case Studies, Results and Discussion
As shown in Figure 4 , the modified 4-generator 14-bus IEEE system is used as the benchmark to investigate the impacts of adding wind farms (WFs) or capacitors on system transient stability. In this system, the dynamic models of four conventional generators are 4th order for transient stability 
As shown in Figure 4 , the modified 4-generator 14-bus IEEE system is used as the benchmark to investigate the impacts of adding wind farms (WFs) or capacitors on system transient stability. In this system, the dynamic models of four conventional generators are 4th order for transient stability analysis, while each generator is equipped with a IEEE Type 1 exciter. For wind farms, an aggregated model is used to investigate wind generation impact on the system transient stability [23] , the DFIG parameters are cited from [22] with wind turbine parameters: K tw = 0.6 p.u./rad, D tw = 0.45 and H t = 3.8 s. In this paper, the power system analysis toolbox (PSAT) developed by Dr. Federico Milano is used to conduct the transient stability analysis in this paper [20] . 
Effect of Wind Power Generation on Transient Stability
In this subsection, we will investigate the effect of wind power generation penetration level on transient stability of the IEEE 14-bus system, and comparisons are made by observing generator angles and generator speeds in time domain as shown below.
For System with One WF at Bus 1
In this case, it can be seen clearly from the results for generator speeds in Figure 5 that the system is stable after a short time period of transients. The results in Figure 5 show that the first peak of generator speeds during the disturbance almost approaches 1.01 p.u. and settles down in 8 s. Now, if we look at the generator angle response in Figure 6 , generator 2 has the maximal positive angle peak at 0.6 radian and generator 4 has the minimal negative angle peak at −1 radian, and all the generator angles are static at 20 s. 
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For System with Two Wind Farms
In this scenario, two wind farms are added to this system, one is at bus 1 and the other is at bus 4. As can be seen in generator speed responses in Figure 7 , the first peak during the disturbance almost approaches 1.008 p.u. and settles down in 15 s still with some disturbances. Now, if we look at the theta angle response in Figure 8 , though the positive and negative first peaks at generator 2 and generator 4 occur at value i.e., +0.5 radian and −0.9 radian respectively, all the generator angles are fluctuating even at 20 s.
According to the observation in Figures 5-8 , it is obvious that the stability of the system deteriorates dramatically by integrating more wind farms into the existing power grid. This is because with more integration of wind farms, the inertia of the original simultaneous system is reduced and therefore the system is more sensitive to the external disturbance. 
Impact of Wind Farm Location on System Transient Stability
In this scenario, an experiment is performed by changing the location of the wind generator from the bus 1 to bus 4 of IEEE 14-bus system. The results show that instability is changed by changing the location of WFs. As can be seen in the omega angle response in Figure 9 , the first peak during the disturbance almost approaches 1.01 p.u. and it settles down in 3 s to 4 s. Now, if we look at the theta angle response in Figure 10 , the positive and negative peaks end at different values for different generators at 0.8 s, but the system could regain the transient stability within 4 s. 
In this scenario, an experiment is performed by changing the location of the wind generator from the bus 1 to bus 4 of IEEE 14-bus system. The results show that instability is changed by changing the location of WFs. As can be seen in the omega angle response in Figure 9 , the first peak during the disturbance almost approaches 1.01 p.u. and it settles down in 3 s to 4 s. Now, if we look at the theta angle response in Figure 10 , the positive and negative peaks end at different values for different generators at 0.8 s, but the system could regain the transient stability within 4 s. Comparing the Figures 5 and 6 with the Figures 9 and 10, these figures clearly indicated that by changing the location of the turbine from bus 4 to bus 1, the transient instability of this IEEE 14-bus system increases. Therefore, the location of wind turbine integration into the power system is one of the key factors affecting the transient stability margin of a system with wind farms, and the wind farm should be carefully determined in the planning stage considering transient stability.
Impact of Varied Wind Speed on System Transient Stability
In this experiment, the wind speed driving the wind turbine decreases from 20 m/s to 10 m/s to see what changes could happen to the system.
For Wind Speed at 20 m/s
The wind speed of wind turbine is set to 20 m/s to see the possible effect on power system transient stability. As demonstrated in Figure 11 , the speed magnitudes of all generators fluctuate with the peak value 1.008 p.u. and settle down in 9 s. Now, if we look at the generator angle response in Figure 12 , the first positive and negative peaks are at different levels for different generators, and all of them regain synchronism after 9 s.
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For Wind Speed at 10 m/s
In this case, the wind speed was further reduced to 10 m/s. Based on the generator speed curves in Figure 15 , the first peak also approaches the value 1.008 p.u. during the disturbance and then settles down in 9 s. The generator angle responses in Figure 16 clearly show that all generators undergo a short time period of transient fluctuation, and they all synchronize within 9 s. Based on the comparison of Figures 13-16 , it is shown that when the speed of the wind turbine decreases from a nominal value, the system instability does not change much. Now considering generator angle curves in Figure 14 , it can be noticed that the first positive and negative peaks are very similar to those in Figure 12 and all generator angles finally settle down after 9 s. 
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Effect of Installing Static Capacitors on System Transient Stability
The transient stability of a system can be controlled by installing capacitor banks at the generation bus.
Result of installing 3 capacitors along with generation buses
As seen from the generator speed curves in Figure 17 , the first peak during the disturbance almost approaches 1.01 p.u. and settles down after 12 s. Now, considering the generator angle response in Figure 18 , the positive and negative angle peaks for generator 2 and generator 4 appeared near 1 s, and the angle fluctuations completely disappear after 12 s. 
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Result of Installing 4 Capacitors Along with Generation Buses
As shown by the figure below by installing one more capacitor to generation bus 2, the stability of the system increases. From the generator speed curves in Figure 19 , the first positive peak is delayed to 1.2 s compared with 0.8 s for Figure 17 with a magnitude of 1.007 p.u. during the disturbance and finally settles down after 8 s. With regard to the generator angles in Figure 20 , the positive and negative peaks appeared at 1.2 s with maximal value as 0.35 radian which is much smaller than 0.5 radian in Figure 18 , and all the generators are finally synchronized after 8 s. These comparisons show that by increasing the capacitor capacity, the system transient stability can be improved. This is because more capacitors can provide more reactive power to assist the system to endure the fault disturbances. 
Conclusions
Since DFIGs are greatly influenced by the oscillation in the shaft of rotating mass, over-speed of rotor, and transient peak currents during fault, a very detailed DFIG model with two-lumped mass based wind turbine is firstly introduced for investigating the dynamics of wind farms. By using PSAT software, this research work has analyzed the impacts of wind power generation on power system transient stability from different points of view, i.e., what will be the impact on the system response of adding wind farms and changing its location? And what will be the impact if the wind speed changes? The simulation results show that there is a direct relationship between capacity of wind farms and power system transient stability. With the increased integration of wind generation, the transient instability of the power system increases. Moreover, the wind farm locations and wind speed could also affect power system stability, but the negative impacts on the system transient stability can be greatly alleviated by adding capacitors at the generator buses as demonstrated in the case studies.
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